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TEMPORARY EARTH RETENTION SYSTEM TO
PROTECT EXISTING CANOPY FOOTINGS.
NOTE THAT LOW OVERHEAD INSTALLATION IS
REQUIRED UNDER CANOPY FOOTPRINT.
SEGMENTAL DRIVEN SHEET PILE, SOIL NAILING
ARE SOME OF THE METHODS AMONG OTHERS
THAT MAY BE ANTICIPATED. THIS IS A
CONTRACTOR DESIGN RESPONSIBILITY.
REFER TO SPECIFICATION SECTION 312000.
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SKS-003PARTIAL S301

CLINICAL ADDITION

09/09/14FJE/SET

1 PARTIAL BASEMENT FLOOR / FOUNDATION PLAN
1/8" = 1'-0"S301

KEY NOTES:

12. 40 KIP MICROPILE FOUNDATION ELEMENT WITH FOOTING BRACKET.
REFER TO SPECIFICATION SECTION 316216.

1 PARTIAL BASEMENT FLOOR / FOUNDATION PLAN
1/8" = 1'-0"S301

http://www.thpltd.com/

